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PROPOSED CODE CHANGE (Check One)

|:| Change to read as follows |Z|Add to read as follows |:| Delete and substitute as follows |:| Delete without substitution

E3704.3 Feeder neutral load. The feeder neutral load shall be the maximum unbalance of the load determined in accordance with
this chapter. The maximum unbalanced load shall be the maximum net calculated load between the neutral and any one
ungrounded conductor. For a feeder or service supplying electric ranges, wall-mounted ovens, counter-mounted cooking units and
electric dryers, the maximum unbalanced load shall be considered as 70 percent of the load on the ungrounded conductors. A
further demand factor of 70 percent shall be permitted for that portion of the unbalanced load in excess of 200 amps.

REASON AND FISCAL IMPACT

This text was extracted from the 2005 Indiana Residential Code.
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